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DEMO PLAN REFERENCE NOTES:  (1-50) :  (1-50)   (1-50) 1. NO WORK- NO WORK THIS AREA U.N.O., SHOWN GREY NO WORK- NO WORK THIS AREA U.N.O., SHOWN GREY - NO WORK THIS AREA U.N.O., SHOWN GREY NO WORK THIS AREA U.N.O., SHOWN GREY 2. LAB EQUIPMENT- (E) CONCRETE LAB EQUIPMENT TO BE LAB EQUIPMENT- (E) CONCRETE LAB EQUIPMENT TO BE - (E) CONCRETE LAB EQUIPMENT TO BE  (E) CONCRETE LAB EQUIPMENT TO BE REMOVED AND REINSTALLED BY ITD.  3. LOADING DOCK EQUIPMENT- (E) LOADING DOCK LOADING DOCK EQUIPMENT- (E) LOADING DOCK - (E) LOADING DOCK  (E) LOADING DOCK EQUIPMENT TO BE REMOVED BY ITD. 4. LOCKED STORAGE, SALVAGE- SALVAGE (E) LOCKED LOCKED STORAGE, SALVAGE- SALVAGE (E) LOCKED - SALVAGE (E) LOCKED  SALVAGE (E) LOCKED STORAGE IN IT'S ENTIRETY, INCLUDED BUT NOT LIMITED TO WALLS, CEILING, LIGHTING, RAILINGS ETC. CONTRACTOR'S OPTION TO DEMO AND PROVIDE NEW MATERIALS (SOME OR ALL) FOR NEW LOCKED STORAGE LOCATION IF MORE COST-EFFECTIVE. 5. SHELVING- (E) SUPPLY SHOP SHELVING/CABINETS, TO BE SHELVING- (E) SUPPLY SHOP SHELVING/CABINETS, TO BE - (E) SUPPLY SHOP SHELVING/CABINETS, TO BE  (E) SUPPLY SHOP SHELVING/CABINETS, TO BE REMOVED  BY ITD. PREP AREA FOR NEW CONSTRUCTION. 6. BOLLARDS, DEMO- SAW CUT (E) CONCRETE BOLLARDS AS BOLLARDS, DEMO- SAW CUT (E) CONCRETE BOLLARDS AS - SAW CUT (E) CONCRETE BOLLARDS AS  SAW CUT (E) CONCRETE BOLLARDS AS CLOSE TO CONCRETE SLAB AS POSSIBLE, GRIND SMOOTH   7. (E) DOOR, SALVAGE- SALVAGE (E) DOOR TO BE (E) DOOR, SALVAGE- SALVAGE (E) DOOR TO BE - SALVAGE (E) DOOR TO BE  SALVAGE (E) DOOR TO BE RELOCATED TO NEW CONCRETE LAB. 8. (E) GARAGE DOOR, DEMO- DEMO (E) GARAGE DOOR, (E) GARAGE DOOR, DEMO- DEMO (E) GARAGE DOOR, - DEMO (E) GARAGE DOOR,  DEMO (E) GARAGE DOOR, TRACK, MOTOR, ETC... IN IT'S ENTIRETY. PREP AREA FOR NEW CONSTRUCTION.  9. NOT USED.  NOT USED.  10. SHIPS LADDER, SALVAGE- REMOVE (E) SHIPS LADDER, SHIPS LADDER, SALVAGE- REMOVE (E) SHIPS LADDER, - REMOVE (E) SHIPS LADDER,  REMOVE (E) SHIPS LADDER, CLEAN AND PREP FOR REINSTALLATION AT NEW LOCATION, SEE NEW FLOOR PLAN. 11. (E) MTL BUILDING- (E) MTL BUILDING COLUMN FOOTING, (E) MTL BUILDING- (E) MTL BUILDING COLUMN FOOTING, - (E) MTL BUILDING COLUMN FOOTING,  (E) MTL BUILDING COLUMN FOOTING, TAKE CARE TO PROTECT DURING ALL PHASES OF WORK.  12. (E) HAIR PINS- (E) HAIR PIN REINFORCING, TAKE CARE TO (E) HAIR PINS- (E) HAIR PIN REINFORCING, TAKE CARE TO - (E) HAIR PIN REINFORCING, TAKE CARE TO  (E) HAIR PIN REINFORCING, TAKE CARE TO PROTECT (E) HAIR PIN REINFORCING BARS IN (E) CONC SLAB.  13. (E) SLAB, DEMO- DEMO PORTION OF (E) CONCRETE SLAB (E) SLAB, DEMO- DEMO PORTION OF (E) CONCRETE SLAB - DEMO PORTION OF (E) CONCRETE SLAB  DEMO PORTION OF (E) CONCRETE SLAB & TRENCH FOR (N) PLUMBING, COORDINATE WITH PLUMBING.  14. MECH HOOD (N)- PREP AREA FOR NEW MECHANICAL MECH HOOD (N)- PREP AREA FOR NEW MECHANICAL - PREP AREA FOR NEW MECHANICAL  PREP AREA FOR NEW MECHANICAL DUCTING WORK/HOOD, COORDINATE WITH CEILING PLAN A1.1 A1.1 AND MECHANICAL PLANS.   15. (E) WINDOW DEMO- DEMO WINDOW (SALVAGE ONE (E) (E) WINDOW DEMO- DEMO WINDOW (SALVAGE ONE (E) - DEMO WINDOW (SALVAGE ONE (E)  DEMO WINDOW (SALVAGE ONE (E) WINDOW TO BE RELOCATED TO NEW CONCRETE LAB),  INFILL TO MATCH (E) PEMB CONSTRUCTION METHOD FOR EXTERIOR. 16. (E) WALL- DEMO PORTION OF EXISTING WALL FOR (E) WALL- DEMO PORTION OF EXISTING WALL FOR - DEMO PORTION OF EXISTING WALL FOR  DEMO PORTION OF EXISTING WALL FOR INSTALLATION OF (N) DOOR, SEE FLOOR PLAN AND SCHEDULE. 17. (E) WALL CLADDING- REMOVE EXISTING METAL WALL (E) WALL CLADDING- REMOVE EXISTING METAL WALL - REMOVE EXISTING METAL WALL REMOVE EXISTING METAL WALL PANEL (INTERIOR SIDE) AND INSULATE EXISTING CAVITY BETWEEN EACH WALL GIRT FROM EXISTING FLOOR TO EXISTING ROOF. 18. (E) CONC SLAB, DEMO- DEMO PORTION OF EXISTING SLAB, (E) CONC SLAB, DEMO- DEMO PORTION OF EXISTING SLAB, - DEMO PORTION OF EXISTING SLAB, DEMO PORTION OF EXISTING SLAB, PREP AREA FOR (N) CONCRETE FOOTING, SEE STRUCTURAL. 19. SAW-CUT- PERIMETER OF CONC. DEMO. SAW-CUT- PERIMETER OF CONC. DEMO. - PERIMETER OF CONC. DEMO. PERIMETER OF CONC. DEMO. 20. (E) FIRE EXTINGUISHER- RELOCATE (E) FIRE EXTINGUISHER, (E) FIRE EXTINGUISHER- RELOCATE (E) FIRE EXTINGUISHER, - RELOCATE (E) FIRE EXTINGUISHER, RELOCATE (E) FIRE EXTINGUISHER, SEE PLAN FOR NEW LOCATION 21. (E) DOOR DEMO-DEMO (E) DOOR  (E) DOOR DEMO-DEMO (E) DOOR  -DEMO (E) DOOR  DEMO (E) DOOR  22. (E) WALL DEMO- DEMO PORTION OF (E) WALL TO ALLOW (E) WALL DEMO- DEMO PORTION OF (E) WALL TO ALLOW - DEMO PORTION OF (E) WALL TO ALLOW  DEMO PORTION OF (E) WALL TO ALLOW INSTALLATION OF NEW DOOR, SEE SCHEDULE 23. ALT 1- (N) DRINKING FOUNTAIN: PREP AREA FOR NEW ALT 1- (N) DRINKING FOUNTAIN: PREP AREA FOR NEW  (N) DRINKING FOUNTAIN: PREP AREA FOR NEW (N) DRINKING FOUNTAIN: PREP AREA FOR NEW : PREP AREA FOR NEW  PREP AREA FOR NEW DRINKING FOUNTAIN. BASEBID: PREP WALL FOR DRINK BASEBID: PREP WALL FOR DRINK : PREP WALL FOR DRINK  PREP WALL FOR DRINK FOUNTAIN ROUGH IN.   24. (E) CABINET DEMO-DEMO PORTION OF (E) CABINET SEE (E) CABINET DEMO-DEMO PORTION OF (E) CABINET SEE -DEMO PORTION OF (E) CABINET SEE DEMO PORTION OF (E) CABINET SEE ELEVATION FOR ADDITIONAL INFORMATION 25. (E) CHAINLINK: REMOVE EXISTING CHAINLINK GUARDRAIL (E) CHAINLINK: REMOVE EXISTING CHAINLINK GUARDRAIL  REMOVE EXISTING CHAINLINK GUARDRAIL AND GATE, TO BE RELOCATED TO NEW MECHANICAL ROOM LANDING.
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FLOOR PLAN REFERENCE NOTES:  (51-100) :  (51-100)   (51-100) 51. CONC LAB EQUIP- CONCRETE LAB EQUIPMENT TO BE CONC LAB EQUIP- CONCRETE LAB EQUIPMENT TO BE - CONCRETE LAB EQUIPMENT TO BE  CONCRETE LAB EQUIPMENT TO BE REMOVED AND REINSTALLED BY ITD. 52. ASPHALT LAB EQUIP- ASPHALT LAB EQUIPMENT TO BE ASPHALT LAB EQUIP- ASPHALT LAB EQUIPMENT TO BE - ASPHALT LAB EQUIPMENT TO BE  ASPHALT LAB EQUIPMENT TO BE REMOVED AND REINSTALLED BY ITD.   53. CONC SLAB- 6" CONCRETE SLAB, SLOPE CONCRETE TO (N) CONC SLAB- 6" CONCRETE SLAB, SLOPE CONCRETE TO (N) - 6" CONCRETE SLAB, SLOPE CONCRETE TO (N)  6" CONCRETE SLAB, SLOPE CONCRETE TO (N) FLOOR DRAIN COORDINATE EXTENTS OF SLOPED CONCRETE FOR HAMBURG EQUIPMENT DIRECTLY w/ ITD, SEE DETAIL 3/S2.0 54. CONTROL JOINT- APPROXIMATE LOCATION OF (N) CONCRETE CONTROL JOINT- APPROXIMATE LOCATION OF (N) CONCRETE - APPROXIMATE LOCATION OF (N) CONCRETE  APPROXIMATE LOCATION OF (N) CONCRETE SLAB CONTROL JOINT(S), SEE DETAIL 11/S2.0                                                          11/S2.0                                                          55. SHEAR WALL- SEE STRUCTURAL SHEAR WALL- SEE STRUCTURAL - SEE STRUCTURAL  SEE STRUCTURAL 56. BOLLARD- SEE DETAIL 1/S2.0 BOLLARD- SEE DETAIL 1/S2.0 - SEE DETAIL 1/S2.0  SEE DETAIL 1/S2.0 1/S2.0 57. CONC PATCH- PATCH PACK 6" CONC OVER COMPACTED CONC PATCH- PATCH PACK 6" CONC OVER COMPACTED - PATCH PACK 6" CONC OVER COMPACTED PATCH PACK 6" CONC OVER COMPACTED BASE. 58. SHIPS LADDER, REINSTALL- REINSTALL SALVAGED SHIPS SHIPS LADDER, REINSTALL- REINSTALL SALVAGED SHIPS - REINSTALL SALVAGED SHIPS  REINSTALL SALVAGED SHIPS LADDER AT NEW LOCATION, COORDINATE WITH STRUCTURAL. 59. WINDOW INFILL- INFILL TO MATCH (E) PEMB CONSTRUCTION WINDOW INFILL- INFILL TO MATCH (E) PEMB CONSTRUCTION - INFILL TO MATCH (E) PEMB CONSTRUCTION INFILL TO MATCH (E) PEMB CONSTRUCTION SYSTEM.  CONTRACTOR'S OPTION TO USE SALVAGE METAL SIDING FROM CONCEALED LOCATION ABOVE NEW CONCRETE LAB ADDITION. 60. LOCKED STORAGE, SALVAGE- REINSTALL SALVAGED (E) LOCKED STORAGE, SALVAGE- REINSTALL SALVAGED (E) - REINSTALL SALVAGED (E)  REINSTALL SALVAGED (E) LOCKED STORAGE IN IT'S ENTIRETY, INCLUDED BUT NOT LIMITED TO WALLS, CEILING, LIGHTING, RAILINGS ETC.  61. NOT USED NOT USED 62. BEARING WALL- SEE STRUCTURAL. BEARING WALL- SEE STRUCTURAL. - SEE STRUCTURAL. SEE STRUCTURAL. 63. CONTROL JOINT- ALIGN WITH EXISTING CONTROL JOINT. CONTROL JOINT- ALIGN WITH EXISTING CONTROL JOINT. - ALIGN WITH EXISTING CONTROL JOINT.  ALIGN WITH EXISTING CONTROL JOINT. 64. FIRE EXTINGUISHER- INSTALL RELOCATED FIRE FIRE EXTINGUISHER- INSTALL RELOCATED FIRE - INSTALL RELOCATED FIRE INSTALL RELOCATED FIRE EXTINGUISHER. 65. NOT USED NOT USED 66. ITD LOCKERS- NEW SECURE LOCKERS TO BE PROVIDED ITD LOCKERS- NEW SECURE LOCKERS TO BE PROVIDED - NEW SECURE LOCKERS TO BE PROVIDED  NEW SECURE LOCKERS TO BE PROVIDED AND INSTALLED BY ITD. 67. CONCRETE FOUNDATION- SEE STRUCTURAL. CONCRETE FOUNDATION- SEE STRUCTURAL. - SEE STRUCTURAL.  SEE STRUCTURAL. 68. ALT 1- (N) DRINKING FOUNTAIN: INSTALL (N) DRINKING ALT 1- (N) DRINKING FOUNTAIN: INSTALL (N) DRINKING  (N) DRINKING FOUNTAIN: INSTALL (N) DRINKING (N) DRINKING FOUNTAIN: INSTALL (N) DRINKING : INSTALL (N) DRINKING  INSTALL (N) DRINKING FOUNTAIN. BASE BID: ROUGH IN PLUMBING AND ELECTRICAL BASE BID: ROUGH IN PLUMBING AND ELECTRICAL : ROUGH IN PLUMBING AND ELECTRICAL  ROUGH IN PLUMBING AND ELECTRICAL FOR FUTURE DRINKING FOUNTAIN, PATCH BACK DRYWALL AS REQUIRED.   69. 6" CONCRETE PAD: NEW 6" CONCRETE PAD FOR CHILLER.  6" CONCRETE PAD: NEW 6" CONCRETE PAD FOR CHILLER.   NEW 6" CONCRETE PAD FOR CHILLER.  APPROXIMATE SIZE IS 13'-6" X 18'-6" (COORDINATE EXACT SIZE WITH MECH). 70. 4" CONCRETE PAD: NEW 4" CONCRETE PAD FOR 4" CONCRETE PAD: NEW 4" CONCRETE PAD FOR  NEW 4" CONCRETE PAD FOR CONDENSER.  APPROXIMATE SIZE IS 4'-0" X 2'-0" (COORDINATE EXACT SIZE WITH MECH). 71. NEW UTILITY LANDING: SEE STRUCTURAL. NEW UTILITY LANDING: SEE STRUCTURAL.  SEE STRUCTURAL. 72. CORNER GUARDS: PROVIDE STAINLESS STEEL CORNER CORNER GUARDS: PROVIDE STAINLESS STEEL CORNER  PROVIDE STAINLESS STEEL CORNER GUARDS (TYPE SSCG-2).  SEE DOOR DETAILS & SPECS FOR SIZING.   73. WALL BASE: CONT. 6" PLYWOOD WALL-BASE, THIS WALL. WALL BASE: CONT. 6" PLYWOOD WALL-BASE, THIS WALL.  CONT. 6" PLYWOOD WALL-BASE, THIS WALL. 74. CHAINLINK: REINSTALL SALVAGED CHAINLINK POSTS, CHAINLINK: REINSTALL SALVAGED CHAINLINK POSTS,  REINSTALL SALVAGED CHAINLINK POSTS, FABRIC,, AND GATES AROUND NEW LANDING. 75. PAINT COLUMNS: SHOP-PRIME AND PAINT EXPOSED STEEL PAINT COLUMNS: SHOP-PRIME AND PAINT EXPOSED STEEL  SHOP-PRIME AND PAINT EXPOSED STEEL COLUMNS, BASE PLATE, AND ANCHORS.
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